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NOTE:

DO NOT RUN WATER PIPING ABOVE
CEILING IN COLD ATTIC SPACE. ALL
WATER PIPING TO BE RUN LATERALLY
IN WALLS OR IN WARM SPACE OF
MECH. / ELEC. ROOM 202 AS SHOWN.
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COMBINATION PRESSURE

Norm

TRERICE 3-1/2" —— |-1/4" TO FIXTURES

REDUCING VALVE AND NO. 800, RANGE 1. RicE TO
STRAINER. SET DISCHARGE O-TO-100 Pal CEILING
AT 50 PsIG BACK-FLOW , SPACE
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PLAN NOTES:

LINE.

THIS SHEET.

@ SEE CIVIL SITE PLAN FOR CONTINUATION OF |-1/4"
DOMESTIC CIN LINE,

@ RISE |-I/4" DOMESTIC CIA LINE UP THRU SLAB OF
RISER TO PRV STATION. SEE DETAIL ON THIS SHEET.

(3) SEE CIVIL SITE PLAN FOR CONTINJATION OF 4" WASTE

@ INSTALL STOP AND WASTE VALVE ASSEMBLY IN LAAN
IRRIGATION BOX IN LOGATION SHOWN. SEE DETAIL ON

(5) RUN WATER PIPING LATERALLY IN WALL ABOVE DOOR
HEADERS TO SERVE FIXTURES. ALL PIPING TO SLOPE
DOWN TOWARDS STOP AND WASTE DRAIN.
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