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REFRIGERANT PIPING
SEE CONDENSING UNIT

SCHEDULE FOR SIZE

PLAN NOTES:

@ INSTALL ROOF CAP ON ROOF AND RIN 8" (10" FOR
F-1) QUTSIDE AIR DUCT FROM ROOF CAP DOWN TO
RETURN DUCT AND CONNECT. INSTALL MOTORIZED
DAMPER ACCESS PANEL AND HAND DAMPER IN
VERTICAL PORTION OF OUTSIDE AIR DUCT.
INTERLOCK. MOTORIZED DAMPER WITH FURNACE
OPERATION AND BALANCE HAND DAMPER TO
SPECIFIED CFM SHOWN. KEEP MIN 10' FROM EXISTING
VENTS ON FLUES.

@ PROVIDE AND INSTALL 4" CONCRETE PAD FOR NEW
CONDENSING UNIT AND MOUNT UNIT ON I* THICK.
NEOPRENE PADS UNDER EACH CORNER FOR
VIBRATION ISOLATION. SEE DETAILS ON ME-2 FOR
PIPE SUPPORT 4 COVER DETAILS.

(3) TO ABOVE SEE THIS SHEET FOR CONTINUATION.
(4) TO BELOW SEE THIS SHEET FOR CONTINJATION.

(5) EXISTING MCQUAT AIR HANDLER TO REMAIN. ADD DX
COOLING COIL TO MATCH UNIT. FEILD VERIFY EXACT
DIMENSIONS, SIZE AND LOCATION OF UNIT. TIE INTO
EXISTING THERMOSTAT.

@ RUN NEN CONDENSATE DRAIN LINE TO NEAREST
SLOPPED ROOF. PENETRATE LINE TO QUTSIDE, SEAL
WEATHER TIGHT AND CAP WITH INSECT SCREEN. PAINT
LINE TO MATCH ROOF.

(7) DROP NEW CONDENSATE DRAIN LINE IN ROOM AS
SHONN TO OUTSIDE WALL AND CAP WITH INSECT
SCREEN. CORE DRILL AS REQUIRED.

@ FURNACE FOR COOLING ONLY. DO NOT HOOK UP GAS
FIRED BURNER.

(4) INSTALL (2) NEW HONEYWELL T-T350 THERMOSTATS
AT EXISTING ATC PANEL FOR F-| § F-2 SYSTEMS
WITH REMOTE SENSOR.

RUN NEW 2 CONDUGTOR THERMOSTAT CABLE FROM
EXISTING THERMOSTAT TO NEW CONDUCTOR UNITS,

ELECTRICAL NOTES:

INSTALL NEW HEAVY DUTY NEMA 3R FUSED
DISCONNECT. CONNECT TO NEW CU AND NEAREST
ELECTRICAL PANEL. 3-#4-1/1/4"C WITH GROUND WITH
GROUND. FUSE AS PER CU NAMEPLATE DATA.

INSTALL NEW HEAVY DUTY NEMA 3R FUSED
DISCONNECT. CONNECT TO NEW CU AND NEAREST
ELECTRICAL PANEL. 3-#10-3/4" WITH GROUND. FUSE
AS PER CU NAMEPLATE DATA.

(€) INSTALL GFCI WITH WEATHER PROOF IITH "IN-USE"
COVER BELOW DISCONNECT. CIRCUIT FROM EXISTING
FURNACE CIRCUIT.

@ EXISTING PANEL. INSTALL (3) 30A 2P AND (2) 60A2P
BREAKERS FOR NEW CONDENSING UNIT TO MATCH
PANEL. RE-INDEX PANEL SHOWING NEW LOADS.

@ PROVIDE THERMAL SWITCH AT FURNACE WITH
2-#]2-1/2" ¢ WITH GROUND TO PANEL D. INGTALL 20A
IP BREAKER FOR EACH FURNACE.

(F) INSTALL NEW LIGHT SIITCH WITH THREE KEYLESS
LIGHTS IN ATTIC. CIRCUIT TO EXISTING LIGHTING
CIRCUIT.

ADD 2 ADDITIONAL SMOKE DETECTORS IN ATTIC
AND TIE INTO EXISTING FIRE ALARM SYSTEM.

GENERAL NOTES:

A- THE CONTRACTOR SHALL CHECK AND VERIFY ALL
DIMENSIONS AND CONNECTIONS ON THE JOB SITE.
ALL WORK SHALL BE EXECUTED FROM MEASUREMENTS
TAKEN AT THE SITE.

B- THE MECHANICAL CONTRACTOR SHALL BE
RESPONSIBLE TO INSURE PROPER CODE CLEARANCES
FOR ELECTRICAL AND MECHANICAL ACCESS WHEN
INSTALLING ANY EQUIPMENT SUPPLIED BY THE
MECHANICAL CONTRACTOR.

C- 1T 1S CRITICAL THAT THIS CONTRACTOR COORDINATE
EQUIPMENT LOCATIONS WITH PIPING, DUCTNORK,
ELECTRICAL CONDUIT AND BUILDING STRUCTURE TO
INSURE CODE COMPLIANCE.

D- CEILING DIFFUSERS ARE SHOWN IN APPROXIMATE
LOCATIONS. REFER TO LIGHTING PLANS AND
REFLECTED CEILING PLAN FOR EXACT LOCATIONS.

E- DUCT DIMENSIONS CALLED OUT ON DRANINGS ARE
INSIDE FREE AREA DIMENSIONS.  ACOUSTICAL DUCT
LINER ARE TO BE ADDED TO OVERALL
MEASUREMENTS.

F- ALL DUCTWORK AND PIPING WHICH PASSES THRU FIRE
RATED WALLS TO BE FIRE STOPPED WITH APPROVED
FOAM OR SEALANT. REFER TO SPECIFICATIONS FOR
APPROVED MANUFACTURES.

G- ALL DUCTWORK IN COLD ATTIC TO BE WRAPPED WITH
I-1/2" DUCTWORK IN ADDITION TO DUCT LINING AS
SPECIFIED.

MECHANICAL LEGEND
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