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NOTES:

1. THERMOSTAT CABLE— 4, 8 OR 12 CONDUCTOR-—
18 AWG SOLID COPPER WIRE INSULATED WITH
HIGH DENSITY POLYETHYLENE. CONDUCTORS
PARALLEL. ENCLOSED IN BROWN PVC JACKET.
(NO 22 AWG CABLE ALLOWED).

2. IF CONDENSING UNITS HAVE THEIR OWN POWER
SUPPLY IT MAY BE NECESSARY TO ADD
ADDITIONAL RELAYS IN CONDENSING UNIT TO
PROPERLY INTERFACE CONTROLS.

3. USE WIRE NUT CONNECTORS FOR SPLICING
CONDUCTORS IN SPECIFIED LOCATIONS. AND
TYTON TYPE CRIMP CONNECTORS FOR TERMINAL
CONNECTIONS. NO TERMINAL CONNECTORS
REQUIRED AT THERMOSTAT OR SENSOR.

4. DO NOT RUN ANY OTHER WIRING IN THIS
CONDUIT EXCEPT THERMOSTAT CABLE.

5. VERIFY THAT FAN COIL FAN SPEED CONTROL
WIRING IS SET TO MATCH SCHEDULE SHEET
AND THAT FAN OPERATES AT COOLING SPEED
ONLY.

6. DO NOT SPLICE WIRE IN RUNS FROM SENSOR
TO THERMOSTAT, THERMOSTAT TO FAN COIL,
AND THERMOSTAT TO DISCHARGE AIR SENSOR.

7. PROVIDE CHASE NIPPLE W/PLASTIC
BUSHING WHEN ATTACHING J—BOX
TO EQUIPMENT.

8. PROVIDE CABLE CLAMP SO THAT CABLES
CANNOT BE PULLED OUT OF J—BOX.
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