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AND SEAL WATERTIGHT
FLASH ONTO ROOF 

REFRIGERANT PIPING
TO DX COOLING COIL

REFRIGERANT PIPING
TO CONDENSING UNIT

GALVANIZED METAL
VENT THRU ROOF WITH
GOOSENECK.

WALL MOUNT DIGITAL
CONTROLLER

CONCEAL CONTROL
WIRING IN WALL.

REFER TO DETAIL C/M3.2
FOR ROOF PENETRATION

SEAL ROOF
PENETRATION
WEATHER TIGHT.

MOUNT OUTDOOR UNIT ON
PYRAMID SUPPORTS

RISE REFRIGERANT AND
CONDENSATE PIPING UP THRU
ROOF.  REFER TO SPLIT A/C UNIT
SCHEDULE FOR LINE SIZES.


