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MECHANICAL ¢ PLUMBING 'B" FLOOR PLAN

SCALE: 1/8" = I'-0"
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MOUNT UNIT HEATER AT 12'-0" AF.F. RUN 4" FLUES
THRU ROOF TO VENT TERMINATION. DROP 3/4" (2 PSl)
GAS LINE DOWN TO UNIT HEATER AND CONNECT.
INSTALL 2 PSI TO OZ. REGULATOR SIZED FOR ACTUAL
LOAD OF UNIT HEATER SUPPLIED AND VENT TO
EXTERIOR. INSTALL SHUT-OFF VALVE, DIRT LEG AND
FLEXIBLE CONNECTION ON 3/4" OZ. GAS LINE. SEE
DETAIL ON SHEET MP20I.

RISE I-1/2" DOMESTIC CW LINE UP THRU SLAB INTO
RISER ROOM AND CONNECT TO I-1/2" PRV STATION.
RISE G LINE AS HIGH AS POSSIBLE. RUN NEW |-1/2"
CW AS HIGH AS POSSIBLE AS SHOWN FOR FUTURE
FINISHED TENANT SPACE. SEE DETAIL ON SHEET
MP20.

RISE 6" FIRE LINE UP THRU SLAB IN RISER ROOM AND
CONNECT TO 6" FIRE RISER ASSEMBLY. SEE DETAIL
ON SHEET MP20I.

HANG THERMOSTAT AT 60" ABOVE FINISHED FLOOR.

CAP |-1/2" CW WITH BALL VALVE IN LOCATION AS
SHOWN FOR FUTURE USE.

SEE MPIOI FOR CONTINUATION.

FIRE SPRINKLE BUILDING SHELL FOR FUTURE TENANT
FINISHES. NO INTERIOR WALLS WILL BE INSTALLED AT
THIS TIME.

CAP UNUSED GAS LINE AND INSTALL BALL TYPE
SHUT-OFF VALVE ON CAPPED 3/4" GAS LINE FOR
FUTURE TENANT SPACE.

SEE SITE PLAN FOR CONTINUATION.

NEW WASTE LINE TO BE MIN OF 6" AWAY FROM
SUPPORT FOOTINGS. SLOPE TO BE 1/6".

NOT USED

NOT USED

3" STUB OUT FOR FUTURE JANITOR SINK.

2" STUB OUT FOR FUTURE VENT.

4" WASTE STUB OUT FOR FUTURE WATER CLOSET.

2" STUB OUT FOR FUTURE LAVS.
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