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LARGE SCALE TOILET ROOMS
SCALE: 1/4" = 1'-0"
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LARGE SCALE MECHANICAL ROOM
SCALE: 1/4" = 1'-0" 
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LINE WALL AND CEILING OF

EXISTING MECHANICAL ROOM 

WITH 2" THICK ACOUSTICAL LINER.

SECURE TO WALLS AND CEILING

WITH MESHED (CHICKEN) WIRE. 

3/4" EXHAUST LINE THRU 

EXTERIOR WALL. TURN

DOWN WITH 90° ELBOW. 

COVER END WITH SCREEN.

RISE 1" VACUUM LINE UP IN CORNER OF OB

SIM ROOM 153 ABOVE. REFER TO SHEET P1.2

FOR CONTINUATION OF VACUUM PIPING.

MUFFLER

SEE DETAIL H/P2.2 

VP-1

APPROXIMATE LOCATION OF EXISTING 4" DOMESTIC WASTE
LINE BELOW FLOOR.  CONTRACTOR TO FIELD VERIFY EXACT
SIZE, LOCATION AND ELEVATION OF EXISTING WASTE LINE.
MATCH NEW WASTE LINES WITH EXISTING ELEVATION. REFER
TO UNDER FLOOR PIPING PLAN ON SHEET P1.2 FOR NEW PIPING
TO FIXTURES.  EXISTING CONCRETE FLOOR TO BE CUT AND
PATCHED FOR NEW WASTE PIPING.  REFER TO ARCHITECTURAL
DRAWINGS FOR ACTUAL TRENCH LOCATIONS.

PROTECT EXISTING PIPING ALONG WALLS TO OTHER SECTIONS
OF BUILDING. FIELD VERIFY SIZES AND LOCATIONS OF EXISTING
PIPING TO REMAIN. RE-INSULATE ALL EXISTING PIPING WITH
FIBERGLASS INSULATION.

EXISTING ROOF DRAIN AND ROOF DRAIN PIPING TO REMAIN.
PROTECT DURING CONSTRUCTION.  REFER TO ARCHITECTURAL
DRAWINGS FOR NEW ROOF WORK. REMOVE ROOF DRAIN AS
REQUIRED FOR NEW ROOF PATCHING AND RE-INSTALL AFTER
WORK HAS BEEN COMPLETED. RE-INSULATE ALL EXISTING
PIPING WITH FIBERGLASS INSULATION.

RUN NEW WATER PIPING ALONG WITH EXISTING PIPING. FIELD
VERIFY EXISTING CONDITIONS AND ELEVATIONS OF EXISTING
EXPOSED PIPING AND MATCH NEW PIPING WITH EXISTING.

ALL PIPING TO CROSS CORRIDORS ABOVE 'CEILING BRIDGE'.
REFER TO ARCHITECTURAL DRAWINGS FOR LOCATION OF
'CEILING BRIDGES'. KEEP ALL PIPING AS LOW AS POSSIBLE
ABOVE CEILINGS. COORDINATE PIPING WITH LIGHT FIXTURES
AND WITH DUCTWORK SHOWN ON SHEET M1.2.

EXISTING 2" VENT THRU ROOF TO REMAIN.  CONNECT NEW 2"
VENT PIPING TO EXISTING VTR. FIELD VERIFY EXACT SIZE AND
LOCATION OF EXISTING VTR AND PROVIDE FITTINGS AS
REQUIRED FOR CONNECTION.

PROVIDE AND INSTALL NEW ELECTRIC WATER HEATER AS
SPECIFIED. HEATER TO BE COMPLETE WITH THERMAL
EXPANSION TANK, HEAT TRAP NIPPLES, RECIRULATING PUMP,
AND MIXING VALVE. REFER TO DETAIL C/P2.2 FOR TYPICAL
PIPING CONNECTIONS.

1/2" 'PEX' COLD WATER LINES BELOW FLOOR FROM TRAP
PRIMER TO FLOOR DRAIN. REFER TO DETAIL A/P2.2 FOR TYPICAL
PIPE CONNECTIONS.
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DROP PIPING DOWN TO CEILING

SPACE OF LOWER ROOF.

DROP PIPING DOWN TO CEILING

SPACE OF LOWER ROOF.
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REVIEWED FOR CODE 
COMPLIANCE

This approval shall not be construed to be 
an approval of any violation of, or variance 
from, Idaho's adopted codes, standards, 
laws or rules applicable to this project.

SEPARATE BUILDING PERMIT 
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