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SCALE: 1/8" = 1'-0"

1 EXISTING PACKAGED COOLING UNIT TO REMAIN. PROTECT
DURING CONSTRUCTION.

NO WORK TO BE DONE IN THIS ROOM. PROTECT DURING
CONSTRUCTION.

REMOVE EXISTING SHELVING AND CARPET IN THIS ROOM.

EXISTING CEILING FAN TO REMAIN.

EXISTING MINI SPLIT  ALONG WITH CORRESPONDING
THERMOSTAT, REFRIGERATION LINE, SUPPORTS, CONDENSING
UNIT, CONCRETE PAD, AND PROTECTIVE REFRIGERATION
COVERINGS TO BE REMOVED AND DISPOSED OF. TAPE,
TEXTURE AND PAINT AS NEEDED TO MATCH EXISTING
SURFACES.

UPGRADE HONEYWELL "PRESTIGE" TO LCBS.

REMOVE AND DISPOSE OF EXISTING FENCE.
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A REMOVE EXISTING ELECTRICAL DISCONNECT AND CONDUIT TO
ATTIC. REMOVE WIRING BACK TO PANEL. MARK EXISTING
BREAKERS AS "SPARE". CONTRACTOR TO BE RESPONSIBLE FOR
DISPOSAL COSTS. TAPE, TEXTURE AND PAINT AS NEEDED, TO
MATCH EXISTING SURFACES.A
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