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BUILDING MANAGEMENT GATEWAY (DIV 23)

THERMOSTAT (LCBS) OUTLET (DIV 26)

BMG

RELAY PANEL (DIV 23) MOUNT 5'-0" TO BOTTOM OF CABINET

T

UNITARY CONTROLLER (DIV 23). MOUNT MODULE IN ACCESSIBLE LOCATION
ON OR NEAR ASSOCIATED FURNACE.UC

S INDOOR AIR SENSOR OUTLET (DIV 26)

CO2

CRO COMBINATION RELAY AND THERMAL OVERLOAD DISCONNECT
(W/20 AMP RIB RELAY 2401B)

RP-6

CO2 SENSOR (DIV 23) INSTALL UPSTREAM OF RELIEF OR OUTSIDE AIR
CONNECTON.

GLOBAL OUTDOOR AIR SENSOR (DIV 23) TO BE INSTALLED ON THE NORTH SIDE
OF THE BUILDING (OUT OF DIRECT SUNLIGHT) AND CONNECTED TO ANY ZONE.OAS

SD DUCT SMOKE DETECTOR

NOTES:

1.

2.

3.

4.

5.

6.

7.

8.

BOXES FOR THERMOSTAT   T   AND   S   OUTLETS SHALL BE 2"X4" WITH LONG
DIMENSION VERTICAL. USE METAL BRACKET OF COVER PLATE ASSEMBLY TO
MOUNT THERMOSTAT HORIZONTAL.

CONDUIT TO BE 1/2" UNLESS NOTED OTHERWISE.

TEMPERATURE CONTROL WIRING THAT IS NOT IN CONDUIT SHALL BE RUN
PARALLEL AND PERPENDICULAR TO BUILDING CONSTRUCTION LINES. SEE
SPECIFICATIONS FOR ACCEPTABLE FASTENING METHODS AND MAXIMUM
ALLOWABLE SPACING BETWEEN FASTENERS.

TEMPERATURE CONTROL WIRING THAT IS NOT IN CONDUIT SHALL BE LABELED.
PROVIDE A LABEL AT ALL POINTS WHERE TEMPERATURE CONTROL WIRING
ENTERS CONDUIT AND AT CONNECTIONS TO DEVICES.

SEAL OPEN END OF CONDUIT AIR-TIGHT AROUND THERMOSTAT/SENSOR WIRE
WITH SEALANT COMPOUND. SEE SPECS FOR APPROVED PRODUCT.

SEAL ANNULAR SPACE BETWEEN CONDUIT AND OPENING IN FLOOR OR WALL
WITH SEALANT COMPOUND. SEE SPECS FOR APPROVED PRODUCT.

SEAL OPEN END OF CONDUIT AT J-BOX AIR-TIGHT AROUND THERMOSTAT/SENSOR
WIRE. SEAL ALL AIR GAPS AROUND J-BOX TO ISOLATE J-BOX FROM WALL CAVITY.
SEAL BACK OF THERMOSTAT AROUND WIRES. PACK J-BOX TIGHT WITH GLASS
FIBER BAT INSULATION. USE SEALING COMPOUND SPECIFICALLY MADE FOR
REFRIGERATION AND AIR-CONDITIONING APPLICATIONS. SEE SPECIFICATIONS
FOR APPROVED PRODUCTS.

ELECTRIC HEATER ZONE. CONNECT UC TO 20 AMP RELAY AND THEN TO THERMAL
OVERLOAD. REFER TO WIRING DIAGRAM, SHEE T ME701.
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