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HOSE CLAMP

1/2" AIR PIPING

WALL

OUTIN

HERSEY MODEL FRP-II REDUCED
PRESSURE BACKFLOW PREVENTER

SIZE TO MATCH LINE SIZE AS
SHOWN ON PLANS.

HERSEY AIR GAP
DRAIN FUNNEL

1" DRAIN LINE TO NEAREST
FLOOR DRAIN OR SERVICE SINK

REDUCED PRESSURE
BACK-FLOW PREVENTER TO
BE LOCATED IN ACCESSIBLE

LOCATION. (APPROXIMATELY

48" TO 60" ABOVE FLOOR.)

TYP. HOSE CLAMP

MOUNTING BRACE

PIPE SUPPORT

MAIN LINE GAUGE

1-1/2" NPT AIR COMPRESSOR

ALARM SWITCH

CONTROL PANEL

DRAIN

MUFFLER

CONCRETE FILL

SLAB
STRUCTURAL

FLOOR DRAIN

OUTLET TO P-TRAP

CEMENT BED

FLOORING IF APPLICABLE

1/2" PEX

M

POWER BOX WITH 24

HOUR TIME CLOCK

120V - 1� POWER

BALL TYPE
SHUT-OFF VALVE

TYPICAL UNION

SOLENOID
VALVE

CAP ALL
UNUSED PORTS

RECESS MOUNTED TRAP PRIMER MANIFOLD BOX COMPLETE
WITH COVER. MOUNT WHERE SHOWN ON PLANS.

VACUUM BREAKER
3/4" COLD WATER LINE

1/2" 'PEX' PIPING TO ADDITIONAL
FLOOR DRAIN AS REQUIRED.

3/4" CW LINE

OVER RIDE
SWITCH

WATERPROOF
MEMBRANE WHERE
REQUIRED

WASTE LINE

FLOOR LINE

FINISH GRADE

1'-0"

1/8 BEND

FLOOR LINE

WALL

BRASS CLEANOUT PLUG
WITH COUNTER SUNK HEAD

16" SQUARE CONC PAD
TROWEL SMOOTH

CLEANOUT AND ACCESS

COVER. TOP OF COVER
TO BE FLUSH WITH TOP
OF FLOOR.

BALANCE OF PIPING
SAME AS CLEANOUT
TO GRADE.

CLEANOUT SHOULD
NOT BE LOCATED IN

CARPETED AREA.
1/8 BEND IF CLEANOUT
OCCURS AT END OF LINE.

WASTE LINE.
LENGTH TO SUIT.

CHROME
WALL COVER

AND SCREW

MAY EXTEND AS A

WASTE OR VENT

PLUGGED TEE
WITH CLEANOUT

BALANCE OF PIPING
SAME AS CLEANOUT TO
GRADE.

1/8 BEND

1/8 BEND

FLOOR

VALVE HOUSING

REMOVABLE KEY

GRADE

3/4" COLD WATER  LINE
NEAR WALL WHERE EXPOSED

PIPE SUPPORT

GROUT AROUND
BIBB IN WALL

3/4" HOSE CONNECTION
WITH ANTI-SIPHON
VACUUM BREAKER

12" MIN.

24" MAX.

ADJUSTABLE
CLAMP

EXTERIOR WALL
REMOVABLE KEY

3/4" HOSE CONNECTION
WITH ANTI-SIPHON
VACUUM BREAKER

36" MIN.

48" MAX.

6
"

4
'-0

"
6
" CLEAN OUT

3" VENT LINE TO
BUILDING. SEE FLOOR
PLAN.

1
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11'-4"

6"

WATER

LEVEL
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4"

EACH WAY- BOTTOM,

PARTITION (TYPICAL)

SIDES AND VERTICAL

6" CONCRETE

#4 BARS AT 12" O.C.

5'-10"

1
0
"

6"

WALLS.

1
0
"

4"

4" OUTLET

GRADE CLEAN OUT TO GRADE

3" VENT TO
BUILDING

PROVIDE CONCRETE BARREL
AND/OR RING AS REQUIRED TO
EXTEND MANHOLE COVERS TO
GRADE LEVEL.

24"� TRAFFIC RATED MAN
HOLE FRAME AND COVER

4" RISER WITH GAS TIGHT CAP

4" INLET FROM FIXTURES
OR TRENCH DRAINS

CLEAN GRAVEL 12"
THICK ALL AROUND
TRAP.

4" OUTLET4" INLET

PLASTER TRAP

TO SANITARY
SEWER

SINK BEYOND

15" MIN. CLEARANCE FOR

FLOOR

BASKET REMOVAL

TO TOP OF
PLASTER TRAP

CABINET AND

FLOW
CONTROL
FITTING

WALL

2" VENT TO

ATMOSPHERE

SANITARY TEE

SANITARY TEE
TRAP

24"

C.I. PARKWAY GRATE

LOCATE ROOF DRAINS IN ROOF SUMP

DRAIN
OVERFLOW

UNDERDECK

OVERFLOW LINE

RDL

CLAMP

SEE ARCHITECTURAL DRAWINGS

ROOF DRAIN

3'-0"

36" SQUARE LEAD

FLASHING UNDER

SINGLE PLY ROOF

MEMBRANE

DECK
ROOF

DAM

2" HIGH
WATER

CONCRETE FILL

WATERPROOF MEMBRANE
WHERE REQUIRED

HORIZONTAL
RUN IN PIPE

12" MIN. TO SLAB
STRUCTURAL

BREAKING PORTS
AIR GAP VACUUM

FIXTURE
NEAREST
FLOW TO

FLOOR DRAIN

OUTLET TO P-TRAP

CEMENT BED

FLOORING IF APPLICABLE

1/2" PEX

TRAP PRIMER

BALL TYPE SHUT-OFF VALVE

MOUNT IN RECESSED BOX IN WALL. PROVIDE
8X8 BOX WITH WITH DOOR.

NOTE:

COMPRESSED AIR HOSE REEL SHOWN HERE.

WATER HOSE REELS INSTALL SIMILARLY.

BASE

2"

6"

6"

STEEL FRAME

2-1/4"

1"

26-1/4"

C.A. PARKWAY GRATE

26-1/4"

J & R CB2424 SERIES
24" x 24" CATCH BASIN

*CATCH BASIN HEIGHT            *KNOCKOUT SIZE
12" HIGH ................................................14"W x 7"H
18 HIGH................................................14"W x 11"H
24" HIGH...............................................14"W x 17"H
28 " HIGH..............................................14"W x 22"H

32" 32"

24" 24"

BOX

2"4"

THINWALL
KNOCKOUT

MULTI-DRAIN TRAP PRIMER PIPING DIAGRAMM SOLIDS OR GREASE INTERCEPTOR INSTALLATION DETAILN SINGLE TRAP PRIMER DETAILO

CLEAN OUT DETAILJ CATCH BASIN CONSTRUCTION DETAILK ROOF DRAIN DETAILL

AIR COMPRESSOR PIPING DIAGRAME COMPRESSED AIR HOSE REEL DETAILF PLASTER TRAP DETAILH

BACK-FLOW PREVENTER DETAILA COMPRESSED AIR OUTLET DETAILB HOSE BIBB INSTALLATION DETAILD

EMERGENCY EYEWASH DETAILG

EMERGENCY SHOWER DETAILC

FLOOR CLEANOUT (FCO) CLEANOUT TO GRADE (COTG) WALL CLEANOUT (WCO)

NO SCALE NO SCALE NO SCALE

NO SCALE NO SCALE NO SCALE

NO SCALE NO SCALE NO SCALE

NO SCALE NO SCALE NO SCALE

NO SCALE

NO SCALE

FLEXIBLE HOSE
TO EQUIPMENT
BY OWNER

SECURE TO WALL
WITH PIPE CLAMP

BALL TYPE
SHUT-OFF VALVE

MILTON M-STYLE
'QUICK-CONNECT' COUPLING
OR APPROVED EQUAL

MALE END TO BE
SUPPLIED WITH
EQUIPMENT.

SUPPORT HOSE REEL
FROM ROOF STRUCTURE
AS RECOMMENDED BY
MANUFACTURER

1/2" Dia. RUBBER HOSE FOR
COMPRESSED AIR REELS.
3/8" Dia. RUBBER HOSE FOR
WATER HOSE REELS.

MOUNT AT SEE FLOOR
PLAN AND FIXTURE
SCHEDULE FOR
MOUNTING HEIGHTS

MILTON M-STYLE 'QUICK-CONNECT'
COUPLING OR APPROVED EQUAL FOR
COMPRESSED AIR REELS. PROVIDE
FRONT BUTTON SPRAY NOZZLE ON
ALL WATER HOSE REELS.

HOSE GUIDE WITH
ROLLERS

REEL SPOOL COMPLETE
WITH MOTOR SPRING AND
ARBOR ASSEMBLY

1/2" SWIVEL
JOINT WITH
O-RING

FLEXIBLE
HOSE TO
REEL

BALL TYPE
SHUT-OFF VALVE

1-1/2" MAIN
LINE TO
BUILDING

MAIN LINE
SHUT- OFF
VALVE

FLEXIBLE
CONNECTION

AIR DRYER AND
PRESSURE
REGULATOR

VIBRATION ISOLATORS

DRIP LEG
AND DRAIN
VALVE

FLEXIBLE
CONNECTION

TO ALARM
AT ATC
PANEL

1-1/2" INTAKE
LINE FROM
OUTSIDE

TURN DOWN
AND SCREEN
END.

DRIP LEG
AND DRAIN
VALVE

PLUGGED
FLOOR

1-1/4" TEMPERED WATER

PULL ROD

WALL

1-1/4" WASTE
TO FLOOR

PUSH
HANDLE
OPERATOR

EYE WASH
FOUNTAIN

EMERGENCY
SHOWER

STAY OPEN
BALL VALVE

EYE WASH
FOUNTAIN

STAY OPEN
BALL VALVE

CEILING

EYE WASH

FOUNTAIN

FLOOR

33" MIN.

45" MAX.1-1/2" DRAIN

1/2" TEMPERED WATER
MOUNTING BRACKET

FASTENED TO WALL

MOUNTING BRACKET
FASTENED TO WALL

ADJACENT SERVICE SINK

PUSH
HANDLE
OPERATOR

1/2" H&C WATER LINES
WITH  SYMMONS 7-102
MIXING VALVE
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